
Page 1/5CJC FIBRE · cjcconsultants.co.za

Drilling locations for stainless steel cable
trays

Overview
METHOD STATEMENT FOR CABLE TRAY INSTALLATIONPurposeScopeApplicable
DocumentsResponsibilityManpowerTools and EquipmentMethods / ProceduresQuality
ControlSaf.

Key Takeaways
Use cobalt or TiN-coated HSS drill bits, low speed, steady pressure, and cutting fluid
to drill stainless steel cable trays safely and efficiently.

Recommended Drill Bits and Tools

Cobalt drill bits (M35 or M42) or TiN-coated HSS bits are ideal for stainless steel due
to their heat resistance and durability. Step drills can be used for deeper holes to
reduce heat buildup and allow chip removal. Drill press or hand drill with adjustable
speed is recommended.

Ensure the tray is clamped securely to prevent movement.

Drilling Technique

Mark the hole location using a scribe or 3-point punch to prevent the bit from
wandering. Apply cutting fluid generously to reduce friction, heat, and work
hardening. Drill at low speed (typically 300–500 RPM for hand drills) with steady,
consistent pressure.
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Back out the bit periodically to clear chips and prevent overheating. Avoid pausing
mid-cut, as stainless steel work-hardens quickly, making subsequent drilling more
difficult.

Cooling and Chip Management

Use spray, flood, or drip cutting oil to keep the bit cool and lubricated. Observe the
swarf: clean, short, helical chips indicate proper speed and feed; dark or irregular
chips suggest overheating or incorrect technique.

Safety and Finishing

Wear safety goggles, gloves, and dust mask to protect against sharp swarf and metal
particles. After drilling, deburr edges using a file or sandpaper to prevent injuries and
maintain tray integrity. Avoid excessive pressure to prevent bit breakage and tray
deformation.

Best Practices

Drill between existing holes when possible to maintain structural strength. Provide
rigid support for the tray to prevent chipping at edges. For repetitive or precise
drilling, consider pre-drilled trays or drilling jigs for splice connections.

By following these methods, drilling stainless steel cable trays can be performed
efficiently, safely, and with minimal wear on tools while preserving the tray's
structural integrity.

Article Content

METHOD STATEMENT FOR CABLE TRAY INSTALLATION

PurposeScopeApplicable DocumentsResponsibilityManpowerTools and
EquipmentMethods / ProceduresQuality ControlSafety Precaution2.0 This method
statement will cover the minimum requirements for installation of cable trays and
other related electrical works to be applied at the site for commercial buildings,
plants and refineries.See more on paktechpoint Scribd

Cable Tray and Conduit Installation Guide - Scribd

This method statement outlines the procedures for installing cable trays and
conduits, including: 1) preparing materials and tools, 2) erecting supports and
scaffolding, 3) cutting, drilling, and joining tray

Cable Tray Installation Tools: Essential Equipment for a Smooth Install

Get the best cable tray installation tools for efficiency and safety. A complete guide
covering cutting, drilling, measuring, and
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Stainless Steel Cable Tray

Stainless steel cable trays are suitable for laying cables in chemical and purification
plants, refineries, offshore plants, oil and gas tunnels and places where hygiene is of
great importance.

Cable Tray Ladder Trunking Wire Basket Installation Guidelines

Drilling Holes for splice plates must be drilled in field-cut cable trays. The most
common method of locating the hole positions is to use a splice plate as a template.

Cable Tray Technical Guide A practical guide to product selection and ...

In designing supports for a cable tray system, consideration should be given to the
loads associated with future cable additions and any additional loading that may be
applied to the cable tray system (e.g.,

Cable trays

Need help selecting the right cable ladder or -tray for your project? We offer a wide
range of cable tray systems to support tubing, electrical cables and instrumentation.

Document DICOS

Cable trays of less than 12 feet (ft.) in length should be supported in a minimum of
one location, and trays over 12 ft. in length should be supported at a minimum of two
locations.

Cable Tray Trunking & Ladder Installation Method Statement

Below is a complete method statement for installation of cable tray, cable trunking
and cable ladders in compliance with project specifications and approved material
submittals.

SFSP Cable Tray Accessories Catalogue

The document is a catalogue for cable tray products from SFSP. It includes: - An
introduction and overview of SFSP, a leading steel products factory in Lebanon

Cable Tray and Reels | Wire and Cable Management

Cable Tray and Cord Reels Precision engineered. Constructed from high-quality
welded steel wire, Cablofil® Wire Mesh Cable Tray is the result of decades of
research and over 94,000 miles of

CABLE TRAYS GENERAL INFORMATION AND INSTALLATION

Cable tray systems are to be installed so they are accessible. If possible 300mm
minimum should be left above or between installed systems to allow for cable
installation and maintenance. There should be
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Classic enterprises cable tray Germany

All Companies and suppliers for classic-enterprises-cable-tray Find wholesalers and
contact them directly Leading B2B martketplace Find companies now!

Cable Tray and Cable Trunking for Cold Storage Facilities and ...

Stainless steel cable tray may be suitable for high-humidity areas, washdown zones,
food storage environments, coastal locations, or projects where long-term corrosion
resistance and clean

Ecuadorian Standard for Cable Trays

Different cable tray designs are distinguished by factors such as differences in width,
height of the side, stair design, maximum space between steps, and connection of
the side to the base . These factors

QCS 2010: Cable Tray Specifications | PDF | Cable | Screw

Tray components must be accurately formed to tolerances with rounded edges. Cable
trays installed in hazardous environments shall be constructed from heavy duty GRP
or stainless steel. The document

Cable Tray Installation Procedure Guide

This document provides procedures for installing cable trays according to
international standards. It describes inspecting and storing cable trays upon

Safely Installing, Maintaining and Inspecting Cable Trays

Cable trays are not raceways, but they are treated as a structural component of a
facility''s electrical system. Cable trays are a part of a planned cable management
system to support, route, protect and

PDF document

PDF document PDF document Read this PDF document online, download the original
file, and browse related details on device.report. Additional coding instructions can be
found in the Article File chapter

Related Video Reference

This video was associated with the source search result. Verify technical details
against current product documentation and project requirements.
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Contact Us

Continue your research online:

Website: https://cjcconsultants.co.za
Technical inquiry: https://cjcconsultants.co.za/contact.html

This document is for preliminary research. Verify specifications against current
standards, product documentation and project requirements.
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